
WatEr Solutions Direct: (623) 341-4771 
Fax: (623) 582-5160 

January 31, 2012 

Brian Bono, Compliance Manager 
Compliance Section 
Utilities Division 
Arizona Corporation Commission 
1200 West Washington Street 
Phoenix, Arizona 85007 

Re: Compliance Filing of Aubrey Water Company - January 2012 Water 
Loss Progress Report; January 2012 Water L o s s  Monitoring Report 
Docket No. W-03476A-06-0425 

Dear Mr. Bono: 

Pursuant to Arizona Corporation Commission Decision Nos. 69379 (March 22,2007) and 
71284 (October 7, 2009) in the above-referenced docket, Aubrey Water Company hereby 
submits the following in compliance with the Decisions: 

0 January 2012 Water Loss Progress Report for the period 7/1/2011 - 12/31/2011 
January 2012 Water Loss Monitoring Report for the period 1/1/2011 - 12/31/2011 

Please contact me should you have any questions. 

Sincerelv. 

Ray L.'Jones / 
Consultant for Aubrey Water Company 

Enclosure 

JAN 3 12012 
i- 



AUBREY WATER COMPANY 
P.O. Box 85160 

Tucson, A2 85754 

January 31,2012 

Arizona Corporation Commission 
Utilities Division 
1200 West Washington 
Phoenix, Arizona 85007 

Re: Aubrey Water Company‘s January 2012 Water Loss Progress 
Report and January 2012 Water Loss Monitoring Report 
Docket No. W-03476A-06-0425 

January 2012 Water loss Progress Report 

In regard to  the above-referenced docket number, Aubrey Water Company (“Aubrey”) 
hereby submits this Water Loss Progress Report for the period July 1,2011 through December 
31, 2011. 

1) DATA INTEGRITY 
Install meter at Transfer PumD Station - COMPLETE 
The Transfer Pump Station and associated water losses have been eliminated from 
Aubrey’s water supply system, eliminating all data integrity issues. A meter is no longer 
necessary or feasible and will not be installed. 

Verifv leakane in transmission line - COMPLETE 
Leak testing of the transmission line was completed on January 5,2011. 

Evaluate and modifv the 8” master meter installation (transmission line) - COMPLETE 
As a part of the Town Tank and Booster Station project, Aubrey installed new 6” 
magnetic flow meter on the transmission main a t  the Town Tank and Booster Station 
site. The new 6” meter will be used to track transmission line output rather than the 8” 
master meter. 

Evaluate billinn Procedure and eaubment - COMPLETE 
The evaluation of billing procedures was conducted during calendar year 2011. A 
memorandum dated December 29,2011 documents the evaluation and implemented 
improvements and is attached as Exhibit 2. 



e) Evaluate reporting procedures - COMPLETE 
The evaluation of reporting procedures was conducted during calendar year 2011. A 
memorandum dated December 29,2011 documents the evaluation and implemented 
improvements and is attached as Exhibit 3. 

f) Verifv meter data - ONGOING 
Operating personnel have been completing verification of meter data on an ongoing 
basis. Aubrey is continuing to evaluate the completeness of the operational verification 
and is considering projects to accelerate completion of the meter data. 

2) APPARENT LOSSES 
Water meter replacement program - ONGOING PROGRAM COMPONENT 
Aubrey replaced 18 water meters during the reporting period. 

Perform enpineering evaluation and modification 

An engineering evaluation the commercial standpipe meter installation was completed 
on December 29,2011. The technical memorandum is attached as Exhibit 4. The 
evaluation recommends replacing the current 6” saddle meters with 3” turbo meters. 
The project will be scheduled a funds permit. 

of the commercial standpipe meters - Modifications PENDING 

Removal of out-of-service meters - ONGOING PROGRAM COMPONENT 
Aubrey removed two (2) out of service meters during the reporting period. 

Implement meter relocation (to the propertv line1 program - ONGOING PROGRAM 
COMPONENT 
Aubrey did not relocate any meters during the reporting period. 

3) REAL LOSSES 
k) Replace Transfer Pumo Station - COMPLETE 

Aubrey completed a project to eliminate the Transfer Pump Station (rather than replace 
the Transfer Pump Station) in March of 2010. 

I) Inspection of water distribution svstem - ONGOING PROGRAM COMPONENT 
Aubrey continues to conduct regular inspection of i ts water system. The inspections 
include the use of pipe locating equipment and observation of plant growth. During the 
reporting period, Aubrey identified the need for several repairs and replacements 
during the reporting period. 

0 

0 

Five (5) main line leaks were identified and repaired. 
Two (2) main line valves were determined to be leaking and were repaired. 

m) Replace failing water main (amroximatelv 1.300 feet of 4-inch steel water main1 
During September, 220’ of the 4-inch diameter steel water main located on the south 
side of Chino St. was replaced. This section of piping was replaced due to specifically 



identified leaks in this section of piping. This section of piping had been repaired 
multiple times in the past and is believed to be the most deteriorated section of the 
targeted 1,300 foot piping section. In accordance with Decision No. 69379 as amended 
by Decision No. 71284, before proceeding with additional replacement of this segment 
of piping, Aubrey will reevaluate the need to replace the water main after completing 
items (a) through (I). 

Januarv 2012 Monitoring Report 

The January 2012 Monitoring Report is attached as Exhibit 1 and contains information 
covering the period January 1,2011 through December 31,2011. 



EXHIBIT 1 



AUBREY WATER COMPANY 
P.O. BOX 85160 
TUCSON, ARIZONA 85754 
(520) 623-6172 

WATER LOSS REPORT 
201 I 

8l2/11-9/1111 8/2/11-9Ill11 6,055,800 
9/1111-1011I11 911/11-10/1/11 ~1111-10l1111 4,677,700 
10/2/11-1111111 1Orn11-11lIl1 1 1012l11-1111111 2,903,500 
11rn11-12/111 1 1 1IZ11-12/1111 11rn11-12/1111 2,690.800 
12/2/11-111112 12/2/11-111112 1m11-111112 2,839.1 00 

TOTAL 20,495,900 TOTAL 25,915,600 TOTAL 46.41 1,500 

I I I I I 
TOTAL 4,295,300 TOTAL 36,902,183 TOTAL 32,606,883 

I Water Used for System Flushing and Fire 
PlUtWtii I 

TOTAL GALLONS YEAR 
201 1 

t I _. . . 

1M1 1-2/1111 1 40,000 
m11-3l1111 1 ,000 

I 3/2/1141H 1 I 24,500 
4/2/11-5/1111 20.500 

I 5I2J11allH 1 I 40.5001 

8/2/11-7rn11 I 67,000 
7/2/11-8/1111 60.600 

6l2/11-9l1l11 I 
91111 1-101111 1 

I 1012111-1111111 1 7.8001 

f 1 1M11-1 2/1 11 1 I 2,000 
1m11-111112 2.000 - 

TOTAL 330,300 

I I Q u a r t e r  meter out 

Water Loss Percentage 

TOTAL 9,179,017 Calendar Year 201 1 19.78% 

of servcie for portion of Feb. and Mar. Sales estimated based on collected mvenue. 



EXHIBIT 2 



Memorandum 
To: Blaine Bilderback 

Aubrey Water Company 

From: Ray L. Jones, P.E. 

Date: December 29,201 1 

Re: Evaluation of Billing Procedures 
and Equipment 

ARKOR 
Wattx Solutions 

25213 North 49'" Drive 
Phoenix, AZ 85083 

Phone: 623.341.4771 
Fax: 623.582.51 60 

Email: ray.pnes@aricor.com 

Background 
On July 16, 2009, ARCOR Water Solutions completed a Water Loss Assessment to support 
Aubrey's ongoing efforts to comply with the water loss requirements of Arizona Corporation 
Commission (ACC) Decision No. 69379. On May 13, 2009, Aubrey filed a Petition to Amend 
Decision No. 69379. The July 16, 2009 Water Loss Assessment was provided to the ACC in 
support of Aubrey's Petition to Amend Decision No. 69379. On October 7, 2009, the ACC issued 
Decision No. 71284 amending Decision No. 69379 requiring Aubrey to implement recommendations 
to improve data integnty, apparent losses, real losses, and reporting, including evaluating billing 
procedures and equipment. 

Aubrey conducts operations and billing activities using two independent contractors. On-site 
operations related activities are handled by John Kennedy (On-Sie Representative). Administrative, 
billing and financial functions are handled by Southwestern Utility Management (SUM) from a remote 
office. During 2011, ARICOR Water Solutions, the On-Site Representative and SUM have 
periodically evaluated and improved billing procedures as required by Decision No. 71284. This 
Memorandum summarizes Aubrey's billing evaluation process, including documenting implemented 
improvements, current billing procedures and any recommendations. 

Customer Meter Reading 
The On-Site Representative maintains a listing of all meters and accounts in the water system. The 
listing is maintained on the On-Site Representatives personal computer in a text file. At the 
beginning of the monthly customer meter reading cycle, the On-Site Representative prints the meter 
and account listing and records meter readings and the meter read date for all customer meters in 
the system. The meter readings are manually recorded on the printed sheets. Once meter reading is 
complete the On-Site Representative updates the computer file by manually entering data from the 
manual recorded readings. Once the computer file is updated, it is emailed to SUM. 

Once the meter reads are received by SUM, the customer meter readings manually entered into the 
billing system and checked over for any reads that appear incorrect. A reread list is created and the 
list is emailed to the On-Site Representative for verification. The On-Sie Representative re-checks 
the meter reads and emails his response to SUM. The corrected reads are entered into the billing 
system and the customers are billed. 

SUM and the On-Site Representative have worked to refine these procedures throughout 201 1 and 
report that Aubrey's meter reading process, although somewhat labor intensive, works well with 
customers being billed accurately and on a timely basis. SUM believes the use of a hand held meter 
reading device would be faster and more accurate. Implementing the hand held meter reading 
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Aubrey Water Company 
Evaluation of Billing Procedures and Equipment 
December 29,2011 Water Solutions 

device would require the purchase of new computer for the On-Sie Representative and purchase of 
the hand held meter reading device. In addition significant training would be required for the On-Sie 
Representative to master performing upload and download of meter reading files and using the hand 
held device. A complicating issue is the lack of high speed internet access in Seligman. Since the 
current meter reading process is working well, Aubrey will continue to use the manual process rather 
than attempt to implement the use of hand held meter reading device at this time. SUM and the On- 
Site Representative will continue to monitor the metering reading process and will reconsider 
implementation of the use a hand held meter reading should meter reading issues appear. 

Operational Meter Reading 
The on-site representative maintains a log in which readings for the wells, the transmission main 
master meter, tank inlet meter, booster station outlet meter and coin standpipe meter (Operations 
Meters) approximately three times per week. At the beginning of the customer meter reading cycle, 
the On-Site Representative records month-end readings for the Operations Meters and provides 
those readings to SUM by email. SUM inputs the meter readings into an excel spreadsheet for 
reporting purposes. The Operational Meter Reading process is working effectively and requires no 
further improvement at this time. 

Billing and Collection Process 
SUM uses Continental Utility Solutions Inc.'s (CUSI) billing system to bill Aubrey's customers. SUM 
prints the customer bills and mails them to Aubrey's customers. SUM has implemented process 
improvements in 201 1 to insure that all Aurbrey customer accounts, including temporary construction 
users, are billed in the CUSl billing system. In addition, SUM has adopted procedures to insure that 
all out of cycle billings and usage adjustments are processed in the CUSl billing system. These 
improvements have improved tracking of Aubrey's water sales and improved the tracking of water 
losses. 

Customers pay their bills by mail. The payments are directed to a lockbox in Dallas, TX. If a 
customer mails a billing to SUMS Tucson office, checks are forwarded by SUM to the Dallas 
lockbox. Every few days SUM logs onto the bank website to pull the latest bank deposit transactions 
( noting the check number, customer account number(s), and dollar amounts ) and creates a list of 
deposits to be hand entered into CUSl to various customer bills. Each month, in accordance with 
ACC rules, disconnect notices are mailed to customers with delinquent accounts. The notice is 
generated by the CUSl billing system. A list of past due customers is emailed to the On-Site 
Representative who reminds customers that they "need to pay their bill". Five days later, the On- 
Sie Representative turn's off customers who have not paid. If any payments are collected by the 
On-Site Representative prior to shut-off, the On-Sie Representative calls SUM to advise of the 
payment and mails the payment to SUM. 

The Aubrey biiling and collection process is currently working well and requires no further 
improvement at this time. 

Customer Service Orders 
During 2011 procedures were modified to require customers to initiate all services orders by 
telephoning SUM (as opposed to contacting the On-Sie Representative). This includes all requests 
for new service, requests to terminate service and all other customer inquiries. The customer 
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Aubrey Water Company 
Evaluation of Billing Procedures and Equipment 
December 29,201 I Water Solutions 

request is input into the CUSl billing system and a service order is generated. The service order is 
email to the On-Sie Representative for action. The On-Sie Representative completes the wok order 
and emails the completed work order to SUM for closing. The revised process has resulting in 
improved customer m d s  and consistent customer services. No further improvements are 
required at this time. 

3 
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Memorandum 
To: Blaine Bilderback 

Aubrey Water Company 

From: Ray L. Jones, P.E. 

Date: December 29,201 1 

Re: Evaluation of Reporting Procedures 

ARICOR 
Water Solutions 

25213 North 4gfh Drive 
Phoenix, AZ 85083 

Phone: 623.341.4771 
Fax: 623.582.5160 

Email: ray.jones@aricor.com 

Background 
On July 16, 2009, ARCOR Water Solutions completed a Water Loss Assessment to support 
Aubrey’s ongoing efforts to comply with the water loss requirements of Arizona Corporation 
Commission (ACC) Decision No. 69379. On May 13, 2009, Aubrey filed a Petition to Amend 
Decision No. 69379. The July 16, 2009 Water Loss Assessment was provided to the ACC in 
support of Aubrey’s Petition to Amend Decision No. 69379. On October 7, 2009, the ACC issued 
Decision No. 71284 amending Decision No. 69379 requiring Aubrey to implement recommendations 
to improve data integnty, apparent losses, real losses, and reporting, including evaluating reporting 
procedures. 

Aubrey conducts operations and reporting activities using two independent contractors. On-site 
operations related activities are handled by John Kennedy (On-Site Representative). Administrative, 
billing and financial functions are handled by southwestern Utility Management (SUM) from a remote 
office. During 2010 and 201 1, ARICOR Water Solutions, the OnSie Representative and SUM have 
periodically evaluated and improved reporting procedures as required by Decision No. 71284. This 
Memorandum summarizes Aubrey’s reporting procedures evaluation process, including 
documenting implemented improvements, current reporting procedures and any recommendations. 

Production and Master Meter Data 
The on-site representative maintains a log in which readings for the wells, the 8” transmission main 
master meter, 6“ transmission main to tank inlet master meter, booster station outlet meter and coin 
standpipe meter (Operations Meters) approximately three times per week. At the beginning of the 
customer meter reading cycle, the On-Sie Representative records month-end readings for the 
Operations Meters and provides those readings to SUM by email. 

SUM has replaced hand calculation of well production data with the direct input of meter readings 
into Excel spreadsheets. The Excel spreadsheets calculate the production for each well and 
automatically populate production data for reporting of system production and water losses. 

A review of data performed by ARICOR Water Solutions indicated that two errant well meter 
readings were reported and entered into the system during 201 1, causing a minor error in monthly 
production data (data for the year was correct). The error was easily corrected by refemng to the 
On-Sie Operator‘s log of meter readings. 

The 8” diameter transmission main master meter was determined to be improperly sized and subject 
to inaccuracy. As a part of the Town Tank and Booster Station project, Aubrey installed a new 6“ 
magnetic flow meter on the transmission main at the Town Tank and Booster Station site 
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Aubrey Water Company 
Evaluation of Billing Procedures and Equipment 
December 29,2011 Water Solutions 

immediately prior to the tank inlet. The 6” meter is now used as the master meter for monitoring 
transmission main output. 

On balance, the collection and reporting of production data worked well throughout 201 1. For 2012, 
the Excel spreadsheets have been updated to begin tracking of newly operational 6” master meter 
and booster station output meters. 

Water Sales Data 
The On-Site Operator reads all customer meters on and monthly basis and SUM uses Continental 
Utility Solutions Inc.’s (CUSI) billing system to bill Aubrey‘s customers’. SUM has implemented 
process improvements in 2011 to insure that all Aubrey customer accounts, including temporary 
construction users, are billed in the CUSl billing system. In addition, SUM has adopted procedures 
to insure that all out of cycle billings and usage adjustments are processed in the CUSl billing 
system. SUM prints a monthly Usage Report from the CUSl billing system and enters the reported 
water sales into the Excel reporting spreadsheets for reporting purposes. 

ARICOR Water Solutions conducted a review of calendar year 201 1 raw data from the CUSl billing 
system and compared the billed water sales to the water sales reported by SUM. ARICOR found 
the water sales to be accurately reported with all out of cycle bills and usage adjustments properly 
accounted for. 

Since coin standpipe sales are not billed in the CUSl billing system, coin sales must be tracked 
separately. The On-Site Operator reports month-end coin standpipe meter readings to SUM by 
email (with all other Operational Meter Readings). SUM enters the meter readings into the Excel 
spreadsheets. The Excel spreadsheets calculate the coin standpipe sales and combine those sales 
with the customer meter sales from the CUSl billing system and automatically populate water sales 
data into spreadsheets for reporting of water sales and water losses. 

The improvements implemented in 201 1 have resulted in accurate tracking and reporting of Aubrey’s 
water sales and water losses. No further improvements are required at this time. 

Water Loss Data 
Tracking and reporting water losses requires tracking and comparing production to authorized uses 
of water. Authorized uses of water include both billed and unbilled authorized uses. As fully 
explained above, Aubrey has effective procedures in place for tracking and reporting of production 
and billed authorized uses. Unbilled authorized uses include water used for system flushing and fire 
protection. On a monthly basis, the On-Site Operator estimates water used for flushing and fire 
protection and reports these unbilled authorized uses to SUM along with the monthly meter readings. 
SUM enters the unbilled authorized usage into the Excel spreadsheet. 

The Excel spreadsheet is used reported system production, billed authorized usage and unbilled 
authorized usage to calculate and report water losses in both total gallons and on a percentage 

See separate memorandum reporting Aubrey’s evaluation of billing procedures for a detailed 1 

descriptton of the meter reading and billing process. 
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Aubmy Water Company 
Evaluation of Billing Procedures and Equipment 
December 29,2011 Water Solutions 

basis. In July and January, the water losses for the previous six months are reviewed by ARICOR 
Water Solutions, SUM and the On-Site Operator and reported to the ACC. 

The improvements implemented in 201 1 have resulted in accurate tracking and reporting of Aubrey's 
water losses. For 2012 reporting spreadsheets have been updated to report water losses on both a 
system wide basis as required by the ACC and separating water losses between the well 
transmission system and the distribution system to provide supplemental operational data. No 
further improvements are required at this time. 
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Memorandum. A 

To: 

From: 

Date: 

Re: 

- - 

Blaine Bilderback 
Aubrey Water Company 

Ray L. Jones, P.E. 

December 29,201 1 

Engineering Evaluation 
Commercial Standpipe Meters 

Water Solutions 
25213 North 4gfh Drive 
Phoenix, AZ 85083 

Phone: 623.341.4771 
Fax: 623.582.51 60 

Email: ray.jones@aricor.com 

1 .o Introduction 
On July 16, 2009, ARCOR Water Solutions completed a Water Loss Assessment to support 
Aubrey’s ongoing efforts to comply with the water loss requirements of Arizona Corporation 
Commission (ACC) Decision No. 69379. On May 13, 2009, Aubrey filed a Petition to Amend 
Decision No. 69379. The July 16, 2009 Water Loss Assessment was provided to the ACC in 
support of Aubrey’s Petiiion to Amend Decision No. 69379. On October 7, 2009, the ACC issued 
Decision No. 71284 amending Decision No. 69379 requiring Aubrey to implement recommendations 
to improve data integrity, apparent losses, real losses, and reporting, including completing an 
engineering evaluation of the commercial standpipe meters before scheduling the meters for 
replacement. This Technical Memorandum presents the result of the required engineering 
evaluation. 

2.0 Background 
Aubrey supplies water at a standpipe sales station to support significant water hauling to rural 
development located outside of the Aubrey’s service area. To meet this demand, Aubrey has 
installed a four-station dedicated commercial standpipe for use by large commercial haulers and 
Yavapai County. 

The dedicated commercial standpipe is equipped with four valves and four meters feeding a 
common standpipe. Each valve and meter is assigned to a customer who locks the valve to prevent 
usage by other haulers. When a hauler arrives he unlocks and opens his valve to fill the tank truck. 
The meter records the flow and is billed monthly along with all other customer accounts. 

3.0 Standpipe Evaluation and Recommemlations 
The meters installed at this site are six-inch Badger saddle meters. The exact age of the meter 
installation is unknown. It is believed that the meter installation was installed in the early 199Os, 
making the meters are approximately 20 years old. A test of the metering station determined that the 
accuracy of the meters may be as low as 88% and that the meters are in need of replacement. 

Figure 1 provides a schematic and pictures of the current metering arrangement. Adequate mns of 
straight pipe upstream and downstream of the meters have been provided. However, the manual 
control valves used to throttle standpipe flow are approximately 60-inches upstream of the meters 
creating the potential for inaccuracy caused by vortexing. In addition, 6 saddle meters are oversized 
for the application, possibly contributing to metering inaccuracy. 

mailto:ray.jones@aricor.com


Aubrey Water Company 
Commercial Standpipe Evaluation 
December 29,2011 WatEr Solutions 

The following recommendations are made for replacement of the commercial standpipe meters: 

0 The existing 6 saddle meters should be replaced with 3” turbo meters with integral 
strainers. A Badger Meter Turbo 450 or equivalent meter is recommended (see Attachment 
1 for technical details). 

0 The existing 6” gate valves with extension stems used for flow control should be relocated to 
the downstream side of the meters to avoid the potential for vortexing. 

0 6“ diameter piping and valves should be replaced with 3 diameter piping and valves with 
allowances made for proper lengths of straight piping before and after the 3” turbo meter. 
Figure 2 provides a detail of the suggested modifications. 

Maximum flow through the meters should be limited to 400 gallons per minute. Flow should 
regulated by partially closing the 6 gate valve located on the commercial standpipe riser. 
The position of the regulating valve should be fixed by lock and chain to prevent tampering 
by water haulers. Note: the 3 gate valves upstream of the meter should not be used to 
regulate flow and must remain fully open to insure accurate metering. 

0 
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FIGURES 

ARICOR 
Water Solutions 
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AlTACHMENT 1 

ARICOR 
Watw Solutions 



Cold Water RecordafP Technical 
Brief 

Turbo 450 Meter 
with Integral Strainer 

S b  3" (ON 80 mm) 

DESCRIPTION 

SPECIFICATIONS 

- -  
*lo BadgerMeter, Inc. 




